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Executive Summary
This report examines the energy infrastructure in the South Mountain Village of Phoenix 
AZ. The report is in support of the Rio Grande 2.0 project being implemented by the City of 
Phoenix in conjunction with Arizona State University. The report focuses on a small section of 
the village, for which we create energy demand profiles, solar generation profiles, and solar + 
storage generation profiles. We utilize these profiles to demonstrate the impact that 
neighborhood solar will have on the grid. We additionally research SRP’s deployment of smart 
grid technologies and SRP’s plans for the future of their power system. The report examines the 
benefits, and challenges of microgrid development in South Mountain Village. 
We undertake this study to identify strategies that increase energy efficiency, that 
implement resilient and redundant systems in the existing energy grid, and that provide flexibility 
and adaptability to the community’s energy systems.  Deploying these strategies will ensure the 
sustained provision of energy to the community in the event of catastrophic events. 
We demonstrate that the installation of rooftop solar photovoltaics on residential 
buildings in conjunction with battery storage systems proves more than sufficient to provide 
power to the residents of South Mountain Village.  We explore the benefits and challenges for 
the  development of smart grid infrastructure and microgrid networks in the village.  We 
determine that the implementation of a smart grid and a parallel microgrid improves the 
resiliency of the Village’s energy systems. 
While SRP has managed to make progressive steps forward in implementing Smart Grid 
technologies, they can continue this progression by developing a unified communication system 
that is secure through cyber security measures to allow for reliable energy service to their 
customers. A hybrid development of smart grid and microgrid technologies in the village that 
employs rooftop solar photovoltaics and battery storage will provide community members with 
the resilient energy infrastructure they require in a future which entails multiplied risks of 
catastrophic events like increased heat waves and cyber attacks. 
 1 
Introduction 
We develop a conceptual plan for the integration of renewable energy infrastructure with 
existing energy infrastructure in the South Mountain Village of Phoenix, AZ. We comply with the 
strategies for resilience described by Ahern (2011): multifunctionality, redundancy and 
modularization, bio- and social diversity, multi-scalar and connected form, and adaptivity. We 
expect our concept to suffice for application throughout the future Phoenix metropolitan area 
energy system. 
Motivation 
South Mountain Village houses ~9,500 residents in ~3,500 households (US Census 
Bureau, 2015).  Salt River Project (SRP) manages electrical utilities in the region. SRP provides 
some of the most reliable electrical energy in the world and customers report high satisfaction 
(T.L.C. Group, 2011).  Despite SRP’s excellence, we identify three motivations for further 
improvement of South Mountain Village’s energy infrastructure.   
The first motivation entails grid vulnerabilities that result from rising ambient air 
temperature. Projected increases in air temperature of 1 - 5°C by 2050 evince multiplied risks of 
equipment failures and power outages, particularly during hours of peak usage in summers when 
a power outage invites morbidity and mortality (Burillo et al. 2016).  We thus consider strategies 
for reforming the grid that improve power management and energy efficiency and that lessen 
peak load. 
The second motivation considers the risk of a cyberattack on electrical infrastructure.  In 
2015, a party infiltrated a Ukrainian regional electricity distribution company’s computer and 
supervisory control and data acquisition (SCADA) systems. The group disconnected 30 
substations for three hours and impacted service to approximately 225,000 customers (Lee et al. 
2016). The risk of catastrophic power outages increases as cyber attacks increase in 
sophistication.  We thus consider redundancy and autonomy in the design of a new power system 
for South Mountain Village. 
The third motivation involves bounded rationality - the acknowledgement that we have 
limits to our understanding and cannot conceive of every occurrence which might merit 
consideration in the design of an infrastructure network.  One example challenges the assumption 
that SRP remains a solvent enterprise in perpetuity.  Recently, the Tennessee Valley Authority 
realized that its twenty-year plan will prove insufficient for an energy landscape in transition as 
renewable energy prices plummet, merely three years after the plan’s formation (Roberts, 2018). 
Accounting for the unaccountable in designing an infrastructure network amid an energy 
landscape in flux requires flexibility and adaptability. 
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Design Strategies 
 Renewable energy sources include biomass, hydropower, geothermal, wind, and solar 
(US EIA, 2017). Multiple energy carriers and methods of harnessing energy comprise each type 
of renewable energy.  We simplify our design by considering only the integration of residential 
rooftop solar photovoltaics with the existing grid.  Solar photovoltaics improve energy efficiency 
in the South Mountain energy system by converting solar radiation into usable electricity.  When 
coupled with battery storage, solar electricity may offset peak energy loads on the power grid. 
 
 We appeal to biomimicry in assessing means of integrating the energy harnessed from 
rooftop solar photovoltaics.  Arboreal systems and rhizomatic systems demonstrate means of 
energy management which have sustained for millennia.  The two represent distinct strategies: 
centralization and decentralization. 
 
 The paradigm of power management by utility companies comprises centralization.  One 
enterprise coordinates nodes of energy supply and demand in a regional network and determines 
prices for the provision of power based on the costs of business.  The singular enterprise 
determines strategies for managing emergencies and upgrades to the system.  The aptly-named 
tree structure of network theory describes this relationship.  The power grid that SRP has 
constructed is not presently designed to manage the supply of energy from nodes of consumption, 
such as residences where we recommend rooftop solar photovoltaics.  A transition to a smart grid 
will increase resilience for the utility and their customers by improving management of the power 
system through embedded digital communication technologies. 
 
 Decentralization of the power grid entails the establishment of microgrids which function 
as autonomous units.  Microgrids generate and distribute their own power on a neighborhood 
scale.  Microgrids impart redundancy by permitting the provision of power in the event of a regional 
grid failure and adaptability by allowing for individual neighborhoods to tailor their grid 
configuration to their unique geographies.  
Proposal  
   
Our project consists of two components that together develop our community integrated 
renewable energy system for South Mountain Village. The first component analyzes building 
energy demand and solar energy software to model the energy consumption and solar energy 
production of a diverse housing stock neighborhood within the South Mountain Village so that a 
CIRE system can be implemented. Our team creates energy profiles to assess the overall solar 
production of the community and simulates the addition of battery storage systems.  The second 
part consists of literature review and cost-benefit analysis on smart grid and microgrid systems to 
understand the feasibility of implementing a CIRE project in South Mountain Village. This section 
focuses on system components, integrating the system with the existing grid, challenges for 
implementation, and propose practical solutions that can be implemented for South Mountain 
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Village and other communities. Through literature review and case studies, the team implements 
a strategy to phase in grid improvements at a community scale. 
Part I: Determining Electricity Consumption and 
Potential Solar Electricity Generation of a 
Community in South Mountain Village 
Purpose 
We seek to model energy demand profiles and solar energy generation capacities for 
South Mountain Village residential areas in Phoenix, Arizona.  This permits us to determine the 
costs associated with energy consumption and the potential benefits to be realized by rooftop 
photovoltaic solar panels village-wide.  This also permits us to identify discrepancies in peak 
generation and peak usage, which we hope to mitigate via the establishment of microgrids in 
communities throughout the village.  The duration and intensity of consumption and generation 
discrepancies will determine the configuration of microgrid designs. 
 
Hypothesis 
We posit that residential energy demand profiles will be greatest in the mid-afternoon 
when residents return home and begin utilizing appliances en masse.  Energy generation will be 
greatest at mid-day when the sun is most orthogonal to the panels. 
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Study Area 
 
Figure 1: Study Area in South Mountain Village 
 
Our study area is a randomly chosen neighborhood in South Mountain Village bounded 
by West Baseline Road to the south, South 44th Street to the west, South 48th Street to the east, 
and an easement to the north.  We exclude the religious building in the northeast corner and the 
commercial buildings in the southeast corner to focus wholly on the residential areas.  The 
easternmost parcels are zoned R1-6, while the central and westernmost parcels are zoned R-3A 
(City of Phoenix, n.d.). The easternmost parcels represent single family detached units.  The 
westernmost parcels represent single-family attached units.  The central parcels represent low-
rise apartment buildings. The distinction between single-family attached and low-rise apartment 
buildings is arbitrary; we do so to increase the diversity of energy demand profiles in our model. 
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Figure 2-A: A typical single-family detached unit 
Figure 2-B: Single-family attached units 
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Figure 2-C: Low-rise apartment buildings 
 
Methods 
Hourly Energy Consumption Profiles 
We employ the hourly consumption profiles developed by the Office of Energy Efficiency 
& Renewable Energy (EERE) (Office of Energy Efficiency & Renewable Energy, 2013).  EERE 
bases these profiles on sixteen commercial building types and three residential building 
archetypes in Typical Meteorological Year (TMY3) zones throughout the United States.  
Parameters for commercial buildings derive from the U.S. Department of Energy Commercial 
Reference Building Models of the National Building Stock. Parameters for residential buildings 
derive from statistical references of building types per climate zone from the Residential Energy 
Consumption Survey.  We use the residential building profiles and the mid-rise apartment profile 
for the Phoenix Sky Harbor International Airport TMY3 zone. 
 
We use the residential base consumption profile (Table E-1) to model single-family 
detached unit energy consumption.  We also use the residential low consumption and high 
consumption profiles which respectively assume best-case and worst-case parameters for energy 
consumption. 
 
We model the westernmost single family attached units by multiplying the residential base 
profiles by the number of units in one single-family attached unit and by multiplying the residential 
base profiles by the ratio of square footage of the base unit and actual unit footprints.  EIA 
demonstrates that the former approach overestimates energy consumption in attached units and 
the latter approach underestimates energy consumption in attached units (Fig. 3), so we employ 
the average of the two. 
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Figure 3: Energy Intensity in 1980 and 2009 by building type (US EIA 2015) 
 
To model low-rise apartment electricity consumption, we assume that energy consumption 
scales linearly with the number of floors and with building footprint area.  We multiply the mid-rise 
energy consumption profile by the ratio of floors in the low-rise to floors in the mid-rise (0.5) and 
multiply it again by the ratio of the low-rise footprint area to mid-rise footprint area (0.2026). 
 
Hourly Energy Generation Profiles 
We employ the Folsom Labs Helioscope solar design software for modeling hourly solar 
energy generation capacity.  Helioscope models solar system performance by incorporating all 
factors which affect solar array performance into its analyses. HelioScope documentation lists the 
means by which the software processes inputs into generation profiles (Gibbs, 2012). 
Demand vs Solar Comparison 
We compare the energy demand and generation profiles against one another using the 
Energy Toolbase platform (Energy Toolbase, 2016). Energy Toolbase allows for the demand 
profiles to be modeled with the rate schedules of SRP to derive accurate costs comparisons 
between the pre- and post-solar energy bills. SRP suggests using the E-21 Residential Super 
Peak Time of Use rate schedule to model the pre-solar bills for the Single Family Detached and 
attached units. We employ the E-27 Customer Generation Price Plan for Residential rate 
schedule is used to model post-solar bills. The E-27 rate schedule allows for net metering and 
also applies a demand charge to the customer, both aspects of which are not included in the E-
21 rate structure. We model low-rise apartment bills on the E-36 Standard General Service rate 
schedule for both pre- and post-solar profiles. This rate schedule has a demand charge and does 
not utilize net metering, buying back any excess energy at a fixed price around $0.02/kWh. These 
rate schedules are available in Appendix C. Energy Toolbase also permits the user to model the 
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integration of a battery storage system and automatically develops the best charge and discharge 
times to maximize savings based on the rate schedule and demand of the profile being examined. 
For each system, Tesla Powerwalls were added to compare cost and net demand differences 
between solar and solar + storage systems. 
Results 
The annual solar generation reports for this project are shown in Appendix A. Accounting 
for the net metering policies of SRP, all three residential systems and, the low rise apartment are 
capable of offsetting 100% of their energy usage. The single-family attached were capable of 
offsetting 88% of the energy they used. The Energy Toolbase reports in Appendix B show the 
monthly offsets as well as the pre- and post-solar installation bills for the residents of the 
neighborhood. Figure 4 displays the total neighborhood generation and demand curves for June 
21st based on the models discussed previously. June 21st was used in order to model the longest 
day of the year. In this figure, the net demand is the energy being provided or sent back to SRP. 
Figure 4: Neighborhood Energy Profile - Solar
Appendix E contains the breakdown of demand and solar generation for all three building 
styles. The residential housing units are modeled for the low, base, and high demand conditions. 
Appendix E also contains aggregated graphs which include the whole neighborhoods demand 
and solar generation broken down by building type and demand profile used. The graphs in 
Appendix F include the demand, not the net demand as shown in the figure above.  Demand 
entails energy consumption per household, while net demand involves the difference between 
energy consumption and solar generation per household. 
The final graphs in Appendix E display the solar generation offset capabilities with Tesla 
Powerwall systems. Fig. 5 displays the neighborhood energy profile with battery storage on June 
21st. 
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Figure 5: Neighborhood Energy Profile - Solar + Storage 
 
The two neighborhood energy profiles show the reduced strain on SRP when battery 
systems are incorporated. The net demand profile for the battery system only has a relatively 
flat curve with two small slopes, while the solar only system takes on a profile with large slopes 
to go along with a high peak and low valley. Table 1 below provides the final summary of the 
solar only system and Table 2 contains the summary for the solar + storage systems. 
 
Table 1: Solar System Specs and Results 
 
 
Table 2: Solar + Storage System Specs and Results
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Part II: Literature Review and Implementation 
Strategies 
Smart Grid 
Overview 
Arizona is one of the sunniest states in America and can harness huge energy resources 
by taking advantage of the sun via rooftop solar photovoltaic installations. Arizona’s path to solar 
has been rough due to utilities working against decentralized residential solar by implementing a 
net metering charge in 2014 and eliminating incentives. Even through it all, residents are still 
pursuing rooftop solar for their homes due to a price drop of solar technology and manufacturing 
of home batteries such as Tesla’s Powerwall. These technologies will benefit not only residents 
but also the utilities in the face of more frequent and intense heat waves in Phoenix.  
 
Upgrades to our grid system are needed to handle all the decentralized rooftop solar 
power being sent back onto the grid. In South Mountain Village, SRP manages the distribution of 
electricity. SRP is a public utility that is not governed by the Arizona Corporation Commission 
(ACC), which regulates the rates and services of Arizona’s public utilities. This allows SRP to 
implement innovative technologies more quickly than utilities governed by the ACC. As a political 
subdivision of the State, SRP is not subject to ACC approval for its investments and need not 
submit regulatory filings nor demonstrate immediate benefits from smart grid infrastructure (Stern 
& Jones, 2012). SRP understands that residential solar is becoming more common despite initial 
roadblocks and is providing their customers the resources to install solar while upgrading their 
grid to manage the new energy inputs to their network.  
 
SRP is an integrated utility with ownership interests in generation as well as being 
responsible for transmission and distribution services (SRP, 2006). SRP has 8,452 MW available 
to serve peak demand, and reported annual total sales of 34, 257 GWh in 2017 (SRP  Facts about 
SRP, 2018). SRP has full or partial ownership interest in natural gas and coal-fired plants, one 
nuclear facility, and 838 MW of renewable power (SRP  Facts about SRP, 2018). Hydro facilities 
compose 45% of SRP’s renewable resources, or 382 MW (SRP  Facts about SRP, 2018). SRP 
also owns over 1,500 miles of transmission lines and 1,400 miles of fiber optic lines 
(SmartGridNews, 2011).  SRP recognizes that improving efficiencies in its systems through smart 
grid technologies can help lower costs and improve reliability while continuing to meet the modern 
energy challenges of a rapidly growing metropolitan area (Stern & Jones, 2012).  
 
Smart grids grant utilities the control over their power infrastructure necessary to provide 
customers with reliable and affordable energy. Smart grid technologies empower communication 
between the utility and their customers and between customers and their energy-consuming 
appliances. Smart grid enabled utilities focus on the transmission and distribution of energy to the 
smart meter at the customer’s residence, while customers manage their home’s controls and 
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appliances. The innovation behind smart grids is the digital technology that provides the two-way 
communications so that distributed solar can connect to the grid without disturbing it. Figure 6 
below demonstrates the components and connections incorporated into a smart grid system. 
 
 
Figure 6: A smart grid network (CLP Group. 2016)  
 
The US federal government has imparted additional momentum to this technological 
evolution by making a smart electric grid a central component of the US clean energy agenda and 
awarding $3.4 billion in smart grid investment grants to utilities and other entities via the American 
Recovery and Reinvestment Act (Stern & Jones, 2012). Salt River Project received a  $56.9 
million grant to invest in a smart meter network, which SRP has used to deploy a smart grid 
infrastructure backbone for their power system.  
 
The Energy Independence and Security Act of 2007 established new standards under 
Section 111(d) of the Public Utilities Regulatory Policy Act (PURPA) (Stern & Jones, 2012). One 
of those new PURPA standards requires utilities to consider investments in smart grid systems 
based on cost-effectiveness, improved reliability, security, system performance, and societal 
benefits (16 U.S.C. § 2621(d) (2010)). In doing so, SRP is focused on building out the backbone 
of a smart grid system to support all components of the grid and ensure interoperability with future 
technologies (Stern & Jones, 2012).  
 
 SRP’s smart grid implementation goals have been focused on three key components. 
The first is to upgrade the communication system at the transmission level. The second goal is to 
implement information technology that connects to their operation technology to create unified 
communication infrastructure to govern all components of the grid. Lastly, a major goal moving 
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into the 21st Century is to implement smart grid cyber security to minimize vulnerabilities of the 
data and communication technologies embedded into the grid.  
 
Components 
 Sensors  
 Sensor devices monitor electrical frameworks and equipment states such as current, 
voltage, transformers and other grid components. Sensors that are connected through 
communication networks allow for the data on how the system is working to get to a central control 
facility.  
 
Communications 
 Two way communication systems are vital components for Smart grids. This allows for 
information to get from the field devices to the a central control facility. Fiber optic networks and 
wireless transmitters are being integrated to allow for the two way communication to happen.  
Analytical Software 
 Analytic software applications collect data from all the field devices and allows a utility 
operator to oversee all functions of the grid. New enterprise application integration has been a 
key investment for utilities to allow for better management of their system.  
  
Implementation 
In the early 1990’s, SRP deployed the M-Power program - a pre-pay service where 
customers can access information from an in-home display unit, monitor spending, and pay for 
energy via smaller transactions.  Customers enrolled in M-Power have more control of their 
electric consumption and have reduced their usage by an average of 12% (Stern & Jones, 2012). 
SRP customers have given the M-Power program an 89% approval rating and report wiser energy 
usage. SRP installed almost 100% of their substations with fiber optics to provide for low-latency 
monitoring and management of the units. The company also installed smart meters in 2013.  SRP 
worked closely with the Electric Power Research Institute (EPRI) to create a Smart Grid Roadmap 
entailing seven key initiatives in 2008 that include the following (Nowaczyk SRP Smart Grid 
Roadmap Validation Review, 2009): 
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1. Improve existing Cyber Security strategies   
2. Implement automated tools for WAN Monitoring   
3. Create and deploy an Integrated Substation LAN strategy   
4. Utilize a single Unified Communications infrastructure for field devices   
5. Expand the deployment of Distribution Feeder Automation   
6. Deploy an Electrical System Data Acquisition and Management for automation 
and analysis   
7. Implement an integration bus for secure Enterprise Application Integration 
between applications and databases  
 
EPRI, an independent non-profit organization, conducts research on the US power system 
and works closely with utilities to implement sustainable innovations in their systems. SRP is an 
original investor and participant of EPRI’s Intelligrid program (Smart Grid Newsletter, 2006), a 
collaborating utility in the Smart Grid Demonstration Initiative (EPRI, 2010), and a participant in 
the Green Circuits Initiative (EPRI Green Circuits Initiative, 2010). SRP’s “Smart Grid Vision” is to 
develop “a power delivery infrastructure that enables practical integration of advances in 
communications, computing, and electronics to optimize system reliability, contain costs, and 
accommodate the delivery of services to meet the future needs of [SRP] customers” (SRP Smart 
Grid Roadmap, 2009). SRP’s “Mission Statement” is to “plan and deploy a well coordinated, 
interoperable, cost-effective corporate infrastructure that will enable the development, integration 
and application of new technologies throughout SRP that provide secure, high-quality, cost-
effective, reliable services both internally and externally” (Nowaczyk SRP Smart Grid 
Implementation, 2009). 
Cybersecurity 
The goal of SRP’s cyber security initiative is to develop secure infrastructure spanning 
from technology platforms to policies, procedures and employee culture to meet information 
requirements in a secure manner (Stern & Jones, 2012). SRP understands that a comprehensive 
enterprise-wide cybersecurity implementation will be difficult and take years to fully develop (Stern 
& Jones, 2016). The model covers risk management, standards compliance, incident 
management, and security operations (SRP Smart Grid Roadmap, 2009). In addition to 
compliance with NERC Critical Infrastructure Protection standards (“CIP”), SRP’s enterprise 
cybersecurity plan is modeled after two National Institute of Standards and Technology (NIST) 
standards (Stern & Jones, 2012): NIST 800-37, Guide for applying the risk management 
framework to federal information systems assisted the development of preventative security 
protocols (Stern & Jones, 2012), and NIST 800-53, Recommended security controls for federal 
information systems and organizations guided SRP in developing its enterprise security control 
framework (SRP, National Science and Technology Council Subcommittee on Smart Grid, 2010). 
Unified Communications 
Unified communications across all levels of the grid and its various systems will allow the 
Smart Grid to coordinate operations more efficiently than at present. One potential goal is to 
connect advanced metering infrastructure (AMI) with distribution feeder automation (DFA) 
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infrastructure (Stern & Jones, 2012). The integration of AMI and DFA would improve outage 
management by allowing individual customer data from smart meters to alert system operators to 
faults or voltage problems in the distribution system and  would link automated system responses 
to pinpoint outage locations and reroute power for more efficient repair crew deployment and 
reduced restoration time (Stern & Jones, 2012). SCADA upgrades, intelligent distribution devices, 
and AMI/DFA architecture are needed to develop this unified system (SRP, Smart Grid Roadmap, 
2009). An Enterprise Application Integration in which all data is connected to all SRP’s office 
departments will allow for a better-managed system overall. Furthermore, a collaboration between 
departments will prove critical to the maximization of return on investments (SRP Smart Grid 
Roadmap, 2009).  
 
Benefits 
 Implementing smart grid technologies into the existing grid provide benefits for the utility 
customers, utilities, and the environment. Customers will be able to improve their energy use by 
having more control over their home appliances and devices, while also being able to integrate 
rooftop solar. With Smart Grid upgrades, utilities will be able to improve their operations through 
their ability to oversee all components of the grid and react more quickly to disturbances. The 
number of outages and length of outages will be reduced through the ability to sense where the 
problems are occuring along the grid. This will provide an overall improved consumer 
experience. Lastly, smart grids will reduce carbon emissions by allowing the integration of 
distributed renewable energy generation and reducing the dependency from fossil fuel power 
plants.   
Challenges  
Electrical grids represent complex systems.  Smart grid technology entails an increase in 
interaction between components of the grid and therefore increases complexity.  SRP has 
encountered several challenges in reforming its infrastructure that it must overcome to enable full 
communication and control over the network. 
 
SRP is having difficulty connecting communications with the “last mile” of its distribution 
system and linking the AMI system with the DFA system (Stern & Jones, 2012). The two systems 
use disparate communication technology with incompatible latencies and capacities. The 
establishment of connections between the two systems is not feasible with the infrastructure in 
place today (Stern & Jones, 2012). SRP predicts that initial linkages between AMI and DFA 
systems are a minimum of five years away, and will need to determine that carrying out the linkage 
of the AMI and DFA systems is in the best interest of SRP and its customers (Stern & Jones, 
2012).  
 
SRP ranks the Enterprise Application Integration initiative as the most difficult endeavor 
in its smart grid implementation plan (Stern & Jones, 2012).  Despite the difficulty, SRP expects 
to realize vast improvements in operations efficiency by executing the initiative. This will be a 
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massive IT project that entails linking the data regarding all grid levels and assets to all of SRP’s 
office departments.  
 
SRP struggles to identify a communications technology that will enable secure and reliable 
connections at an efficient cost (Stern & Jones, 2012). Cybersecurity will be very important 
moving forward to protect assets and consumer privacy. In today’s world, it is getting harder to 
provide these services and this is where SRP is struggling to implement the right cybersecurity 
measures.  
Final Smart Grid Thoughts 
SRP has been successful in a wide range of smart grid deployment via advanced planning 
and policy support, a successful partnership with EPRI, and a holistic approach to smart grid 
technology integration (Stern & Jones, 2012). SRP’s smart meters had no cost burden onto their 
customers; the benefits have exceeded the costs of smart meter procurement and installation. 
Due to the implementation of the smart meters, as of March 2011, SRP has remotely addressed 
over 1.2 million service orders, saved over 401,000 labor hours, avoided 2.0 million driving miles, 
and conserved 198,000 gallons of fuel (Stern & Jones, 2012). SRP understands that smart 
metering implementation is not the last step in transforming the existing grid to a Smart state. The 
companies Smart Grid Roadmap goes to show that they have a plan of moving forward integrating 
Smart Grid technologies into the future to allow for the grid to become more resilient, secure, and 
cost-effective. SRP’s longtime experience and leadership on voluntary time of use rates, which it 
has further leveraged with smart meter technology, offers promise that voluntary, opt-in 
approaches to dynamic pricing can be successful with good program design and strong credibility 
with your customers (Stern & Jones, 2012). Customers approve of SRP’s M-Power prepay 
program which demonstrates that giving customers both current feedback on their electrical 
usage and the ability to control that usage through appropriate technology can lead to significant 
reductions in electrical usage and highly satisfied customers (Stern & Jones, 2012).  
Microgrid 
Definition 
A microgrid is a discrete energy system including distributed energy sources and loads which can 
operate in parallel with or independently from the main power grid. To some extent, microgrids 
mirror conventional power grids on a smaller scale. Like electrical grids, they consist of power 
generation, distribution, and controls. Microgrids differ from traditional grids by shortening 
distance between power generation and power consumption, which results in increased 
efficiencies and reducing transmission losses. Microgrids can connect and disconnect from 
existing grid through energy management systems and also buy and sell back to the grid as 
needed. Microgrids can also integrate renewable energy sources such as solar, wind power, and 
geothermal system with fewer disruptions to the overall system than can conventional power 
grids.  
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Components 
 
 
Figure 7: General representation of a on-grid (grid connected) microgrid (ENEA, 2017) 
Generation 
Microgrids require a main source of generation to supply energy to its connected loads 
without the help of the main grid.  Auxiliary sources may serve as backup energy generation 
sources.  Resilient generation configurations may entail a combination of diverse energy sources 
such as solar PV, wind and combustion turbines.  Considerations in the selection of generation 
include the level of available time requirement, the desire for renewable forms of energy, 
availability of fuel, storage capabilities, and facility cost. 
Storage 
Along with generation systems, microgrids require energy storage. This component allows 
the microgrid to save energy that is produced when supply exceeds demand and to distribute that 
energy when demand exceeds supply. For example, batteries in a solar photovoltaic system store 
energy during off-peak daylight hours and release the energy back to the microgrid during peak 
usage in the evening hours. Energy storage can facilitate arbitrage opportunities where wholesale 
power markets exist or when time-based rate schedules such as real-time pricing and critical peak 
pricing are available.  
Loads 
Critical loads have to be served under all conditions, while deferrable loads can be 
adjusted for microgrid load balancing or for economic reasons. 
Controller 
In charge of the instantaneous operation of the system. It translates the energy demands 
of the microgrid and the EMS arbitrage into sequences of operation to the microgrid assets that 
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allows the generation and storage resources to be optimized.  For example, non-critical loads like 
lighting, or HVAC can be turned down to ensure energy flow to critical loads such as computer 
servers and life-support equipment, especially during times when variable renewable generators 
are not available. As with batteries, load control can also promote arbitrage opportunities in power 
markets and where time - of -use rates are available. 
Energy Management System 
The energy management system (EMS) maintains the real-time balance of generation 
and load. In a complex microgrid, the management system is made up of sophisticated software 
platforms, smart sensors, and metering designed for real-time optimization and control of the 
generators, energy storage, and loads. 
Point of Common Coupling 
The Point of Common Coupling (PCC) is the transformer that represents the physical 
separation between main grid and microgrid. During interconnected operation, the PCC must be 
designed for reliable parallel operation of the microgrid and the main grid. In an islanded mode, 
the interconnection must also allow for the smooth synchronization of the microgrid and the main 
grid.  
Benefits 
Microgrids can bring many benefits to end users such as: 
 
Provide power quality, reliability, and security for end users and operators of the grid. The 
network reliability is evaluated on the probability of the islanding mode and the influences of the 
storage systems on the power availability (Borges, 2011). During natural disasters or risk 
multiplying disturbances outages may occur to the existing grid and could cause an increased 
risk of morbidity of the population affected. Microgrids can be an emergency back up system to 
keep electricity flowing to critical infrastructure like hospitals, grocery stores, gas stations, 
shelters, and hopefully resident’s homes to reduce the risk of morbidity. 
 
Enhance the integration of renewable energy sources. This helps to reduce the life-cycle 
cost and minimize carbon footprint and greenhouse gas emissions of current fossil fuel 
generation. In regards to environmental stewardship, the branding value of private owners is eco-
friendly orientation. 
 
Minimize costs by prioritizing different energy sources based on various criteria. For 
example, the system might prioritize solar and wind supply during the day when the availability of 
those two resources and the overall energy demand from the grid are high. At night, it would then 
pull power from the grid, when demand is low and renewable generation is minimal. More savings 
can be gained in a battery-integrated microgrid in which the storage draws low-cost power from 
the grid at night to store and release during peak demand periods. 
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Challenges 
Value of Resilience 
Resilience means that the system needs to be designed to protect residents under low 
probability and high consequence events such as natural disasters and cyber/ physical attacks. 
However, South Mountain Village has a low Built Environment Vulnerability Index (Borden, Kevin 
A., et al. 2007) due to its low urban density which means a very low probability of high impact 
events. Since a microgrid system provides disaster resilience, and reliability for its community, 
the employment of microgrid for this community can be seen as a redundancy. 
 
Resilience considers the likelihood of threats to a system.  Cost-benefit analyses that 
utilize dollars as a numeraire must quantify the value of human health and system integrity and 
multiply these values by the probability that catastrophic events occur.  Imparting monetary value 
to human life entails ethical concerns for which our society has yet to establish a suitable 
paradigm.  Determinations of risk that are couched in historical occurrences no longer prove 
sufficient in the Anthropocene (Chester & Allenby, 2018).  Quantification of the value of a 
microgrid which incorporates resilience thus proves untenable. 
Regulation 
Authorities need to upgrade their regulation to cover microgrid features such as a small-
scale system, user rights, and rating system. The existing regulatory framework cannot be applied 
to the size of microgrids particularly; for example, the lack of franchise rights and administrative 
obligations (ENEA, 2017). Ensuring the rights of end users to choose suppliers or transparent 
tariffs is often stated as complex for small-scale networks and can, therefore, lead to disputes. 
Grid fees such as basic service charge components per day in APS and SRP rate schedules no 
longer represent the actual costs of the network which mainly covers users with high self-
consumption levels. 
Finance 
Limited financial incentives and a lack of specific regulations have hampered the growth 
of microgrid in South Mountain Village. 
 
 
 
 
 
Table 3: Renewable Energy Incentives in the US (Amjad, 2017) 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
 19 
 
 
An overview of renewable energy incentive in Arizona is shown in Table 3. Although one-
time credits for new renewable energy installation have applied, performance-based incentives 
during its life cycle stimulating the growth of the size of the microgrid is not available in Arizona. 
SRP’s E-27 Customer Generation Price Plan reduces the energy charge on this plan about half 
the rate of the their standard residential price plan. This plan also allows for the buyback of excess 
energy at the retail price during its generation. For SRP’s E-36 Standard Price Plan for General 
Service payback for any excess solar generation is only 2 cents per kWh. 
Technical 
Islanding is a complex process that raises technical challenges. For example, protection 
of electrical assets might be an issue which should then be ensured by advanced equipment. 
Then to reduce controller prices, an engineer might limit case-by-case customization (ENEA, 
2017). These controllers imply that an engineer will reduce the flexibility of the microgrid in order 
to reduce its complexity. 
Final Recommendations 
Within part I of this report we analyze the typical energy profiles for common buildings in 
the South Mountain Village region and determine the potential for solar photovoltaic generation 
on top of said structures.  We identify the potential to reduce strain on the existing grid and to 
flatten peak demand by simulating the installation of rooftop solar and battery storage in 
residential zones.  We also determine the potential for generating surplus energy which 
communities may sell to the existing grid. 
 
Part II of this report our team researches how SRP will implement smart grid technologies 
into their existing grid network to allow for distributed solar to be feasible, improved management 
of the transmission and distribution system, and an overall better consumer experience for the 
South Mountain Village. SRP is at the forefront of Smart Grid implementations and has a Smart 
Grid Roadmap to guide them to a total Smart Grid system. Next, our focus was on if microgrid 
technology would be feasible for the South Mountain Village at this time. Due to regulatory, the 
value of resiliency, and upfront costs of implementing microgrids in Phoenix doesn’t make this an 
effective resiliency strategy at this time, but maybe once microgrid technology matures at the 
national level through more Department of Energy (DOE) investment of demonstration projects. 
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The recommendation is to utilize the vast amounts of solar potential throughout South 
Mountain Village by allowing neighborhoods to produce their own power via rooftop solar 
photovoltaic installation, to sell surplus power back to the grid, and to develop a parallel 
autonomous microgrid that permits energy provision in the event of a system-wide failure. While 
solar only systems are beneficial, solar + storage systems should be recommended to residents 
to decrease grid export and increase savings. Smart grid technology is a crucial implementation 
of SRP’s existing grid system and will improve management on the utility side of the smart meter 
while creating an overall better consumer experience.
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Low - Residential 4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 3.6 kW-DC
Power Rating (kW-AC): 3.0 kW-AC
Energy kWh Offset (%):
103.1728%
PV System Production
DC/AC Ratio: 1.2
Production Ratio: 1,725 kWh/kW-DC
Eric Johnson - 4/13/2018
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Low - Residential
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 3.6 kW-DC
Power Rating (kW-AC): 3.0 kW-AC
Energy kWh Offset (%): 103.1728
Solar PV Export (%): 60.1%
Total Annual Generation: 6,211 kWh
PV System Specifications
Solar Panels: (10) Hyundai HiS-S360RI
Inverters: (1) SMA Sunny Boy SB 3000TLUS-12 (240V AC)
Application Type: Low - Residential
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
1/1
 - 2/
1
2/1
 - 3/
1
3/1
 - 4/
1
4/1
 - 5/
1
5/1
 - 6/
1
6/1
 - 7/
1
7/1
 - 8/
1
8/1
 - 9/
1
9/1
 - 10
/1
10/
1 - 1
1/1
11/
1 - 1
2/1
12/
1 - 1
/1
0
200
400
600
800
1,000
En
er
gy
 (k
W
h)
Annual Energy Use Mix
Utility -191 kWh (0.00%)
Solar PV 6,211 kWh (100.00%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1019
Avoided Cost (Demand): -0.0174
Avoided Cost (Blended): 0.0845
Avoided Cost: 0.0845
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 375 $50
2/1/2017 - 3/1/2017 W 331 $46
3/1/2017 - 4/1/2017 W 334 $46
4/1/2017 - 5/1/2017 W 369 $50
5/1/2017 - 6/1/2017 S1 479 $75
6/1/2017 - 7/1/2017 S1 693 $100
7/1/2017 - 8/1/2017 SP1 842 $121
8/1/2017 - 9/1/2017 SP1 773 $115
9/1/2017 - 10/1/2017 S2 622 $90
10/1/2017 - 11/1/2017 S2 500 $76
11/1/2017 - 12/1/2017 W 325 $46
12/1/2017 - 1/1/2018 W 377 $50
Totals: 6,020 $863
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -29 1 $35
2/1/2017 - 3/1/2017 W -80 1 $33
3/1/2017 - 4/1/2017 W -189 1 $29
4/1/2017 - 5/1/2017 W -230 1 $27
5/1/2017 - 6/1/2017 S1 -151 1 $34
6/1/2017 - 7/1/2017 S1 86 2 $52
7/1/2017 - 8/1/2017 SP1 256 2 $64
8/1/2017 - 9/1/2017 SP1 193 2 $61
9/1/2017 - 10/1/2017 S2 76 2 $52
10/1/2017 - 11/1/2017 S2 8 1 $41
11/1/2017 - 12/1/2017 W -108 1 $32
12/1/2017 - 1/1/2018 W -20 1 $36
Totals: -188 - $488
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Base - Residential
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 7.9 kW-DC
Power Rating (kW-AC): 7.0 kW-AC
Energy kWh Offset (%):
105.3182%
PV System Production
DC/AC Ratio: 1.1314
Production Ratio: 1,718 kWh/kW-DC
Eric Johnson - 4/13/2018
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Base - Residential
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 7.9 kW-DC
Power Rating (kW-AC): 7.0 kW-AC
Energy kWh Offset (%): 105.3182
Solar PV Export (%): 57.6%
Total Annual Generation: 13,605 kWh
PV System Specifications
Solar Panels: (22) Hyundai HiS-S360RI
Inverters: (1) SMA Sunny Boy SB 7000-US-12 (240V AC)
Application Type: Base - Residential (South)
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -687 kWh (0.00%)
Solar PV 13,605 kWh (100.00%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1028
Avoided Cost (Demand): -0.0195
Avoided Cost (Blended): 0.0833
Avoided Cost: 0.0833
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 723 $77
2/1/2017 - 3/1/2017 W 631 $70
3/1/2017 - 4/1/2017 W 666 $73
4/1/2017 - 5/1/2017 W 794 $84
5/1/2017 - 6/1/2017 S1 1,041 $141
6/1/2017 - 7/1/2017 S1 1,590 $203
7/1/2017 - 8/1/2017 SP1 1,926 $250
8/1/2017 - 9/1/2017 SP1 1,730 $234
9/1/2017 - 10/1/2017 S2 1,383 $178
10/1/2017 - 11/1/2017 S2 1,083 $145
11/1/2017 - 12/1/2017 W 635 $71
12/1/2017 - 1/1/2018 W 716 $77
Totals: 12,918 $1,604
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -164 2 $34
2/1/2017 - 3/1/2017 W -273 2 $29
3/1/2017 - 4/1/2017 W -481 2 $21
4/1/2017 - 5/1/2017 W -518 3 $23
5/1/2017 - 6/1/2017 S1 -340 3 $43
6/1/2017 - 7/1/2017 S1 261 4 $82
7/1/2017 - 8/1/2017 SP1 641 4 $109
8/1/2017 - 9/1/2017 SP1 460 4 $101
9/1/2017 - 10/1/2017 S2 186 4 $79
10/1/2017 - 11/1/2017 S2 5 3 $57
11/1/2017 - 12/1/2017 W -314 2 $28
12/1/2017 - 1/1/2018 W -153 2 $34
Totals: -690 - $620
B6
High - Residential
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 13.3 kW-DC
Power Rating (kW-AC): 12.0 kW-AC
Energy kWh Offset (%):
107.7556%
PV System Production
DC/AC Ratio: 1.11
Production Ratio: 1,741 kWh/kW-DC
Eric Johnson - 4/13/2018
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High - Residential
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 13.3 kW-DC
Power Rating (kW-AC): 12.0 kW-AC
Energy kWh Offset (%): 107.7556
Solar PV Export (%): 56.9%
Total Annual Generation: 23,189 kWh
PV System Specifications
Solar Panels: (37) Hyundai HiS-S360RI
Inverters: (1) SMA STP 12000TL-10
Application Type: High - Residential (South)
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -1,669 kWh (0.00%)
Solar PV 23,189 kWh (100.00%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1022
Avoided Cost (Demand): -0.0246
Avoided Cost (Blended): 0.0776
Avoided Cost: 0.0776
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 979 $98
2/1/2017 - 3/1/2017 W 840 $86
3/1/2017 - 4/1/2017 W 1,166 $114
4/1/2017 - 5/1/2017 W 1,480 $141
5/1/2017 - 6/1/2017 S1 1,862 $238
6/1/2017 - 7/1/2017 S1 2,776 $336
7/1/2017 - 8/1/2017 SP1 3,362 $415
8/1/2017 - 9/1/2017 SP1 3,015 $389
9/1/2017 - 10/1/2017 S2 2,365 $290
10/1/2017 - 11/1/2017 S2 1,849 $235
11/1/2017 - 12/1/2017 W 847 $88
12/1/2017 - 1/1/2018 W 979 $98
Totals: 21,520 $2,527
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -529 2 $20
2/1/2017 - 3/1/2017 W -697 2 $13
3/1/2017 - 4/1/2017 W -787 4 $19
4/1/2017 - 5/1/2017 W -759 5 $25
5/1/2017 - 6/1/2017 S1 -493 6 $81
6/1/2017 - 7/1/2017 S1 508 7 $136
7/1/2017 - 8/1/2017 SP1 1,170 7 $187
8/1/2017 - 9/1/2017 SP1 850 7 $173
9/1/2017 - 10/1/2017 S2 325 7 $129
10/1/2017 - 11/1/2017 S2 13 6 $102
11/1/2017 - 12/1/2017 W -769 2 $10
12/1/2017 - 1/1/2018 W -499 3 $25
Totals: -1,667 - $877
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Single Family Attached
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 25.4 kW-DC
Power Rating (kW-AC): 24.1 kW-AC
Energy kWh Offset (%):
88.396%
PV System Production
DC/AC Ratio: 1.0549
Production Ratio: 1,800 kWh/kW-DC
Eric Johnson - 4/13/2018
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Single Family Attached
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 25.4 kW-DC
Power Rating (kW-AC): 24.1 kW-AC
Energy kWh Offset (%): 88.396
Solar PV Export (%): 51.8%
Total Annual Generation: 45,676 kWh
PV System Specifications
Solar Panels: (54) SunPower SPR-X22-470_COM
Inverters: (1) SMA Sunny Tripower 24000TL-US
Application Type: Low Rise - Apartment
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility 5,996 kWh (11.60%)
Solar PV 45,676 kWh (88.40%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1126
Avoided Cost (Demand): -0.0455
Avoided Cost (Blended): 0.0671
Avoided Cost: 0.0671
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 2,892 $250
2/1/2017 - 3/1/2017 W 2,523 $220
3/1/2017 - 4/1/2017 W 2,665 $232
4/1/2017 - 5/1/2017 W 3,177 $277
5/1/2017 - 6/1/2017 S1 4,163 $507
6/1/2017 - 7/1/2017 S1 6,359 $753
7/1/2017 - 8/1/2017 SP1 7,704 $938
8/1/2017 - 9/1/2017 SP1 6,921 $877
9/1/2017 - 10/1/2017 S2 5,531 $652
10/1/2017 - 11/1/2017 S2 4,332 $519
11/1/2017 - 12/1/2017 W 2,540 $223
12/1/2017 - 1/1/2018 W 2,865 $248
Totals: 51,672 $5,697
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -13 7 $68
2/1/2017 - 3/1/2017 W -468 7 $50
3/1/2017 - 4/1/2017 W -1,154 8 $28
4/1/2017 - 5/1/2017 W -1,252 11 $46
5/1/2017 - 6/1/2017 S1 -504 14 $222
6/1/2017 - 7/1/2017 S1 1,832 17 $429
7/1/2017 - 8/1/2017 SP1 3,330 17 $584
8/1/2017 - 9/1/2017 SP1 2,605 18 $552
9/1/2017 - 10/1/2017 S2 1,472 16 $386
10/1/2017 - 11/1/2017 S2 719 14 $302
11/1/2017 - 12/1/2017 W -597 7 $45
12/1/2017 - 1/1/2018 W 25 7 $70
Totals: 5,995 - $2,783
B12
Low Rise - Apartments (South)
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 58.8 kW-DC
Power Rating (kW-AC): 50.0 kW-AC
Energy kWh Offset (%):
340.6049%
PV System Production
DC/AC Ratio: 1.175
Production Ratio: 1,832 kWh/kW-DC
Eric Johnson - 4/13/2018
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Low Rise - Apartments (South)
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 58.8 kW-DC
Power Rating (kW-AC): 50.0 kW-AC
Energy kWh Offset (%): 340.6049
Solar PV Export (%): 85.0%
Total Annual Generation: 107,655 kWh
PV System Specifications
Solar Panels: (125) SunPower SPR-X22-470_COM
Inverters: (1) SMA SOLID-Q 50
Application Type: Mid Rise - Apartments (South)
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -76,048 kWh (0.00%)
Solar PV 107,655 kWh (100.00%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.0594
Avoided Cost (Demand): 0.0001
Avoided Cost (Blended): 0.0595
Avoided Cost: 0.0595
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-36
Proposed Rate Schedule: E-36
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W1 1,842 5 $188
2/1/2017 - 3/1/2017 W1 1,777 6 $192
3/1/2017 - 4/1/2017 W1 2,019 5 $197
4/1/2017 - 5/1/2017 W1 2,350 7 $237
5/1/2017 - 6/1/2017 S1 2,760 8 $325
6/1/2017 - 7/1/2017 S1 3,492 8 $368
7/1/2017 - 8/1/2017 SP1 4,040 8 $463
8/1/2017 - 9/1/2017 SP1 3,796 8 $446
9/1/2017 - 10/1/2017 S2 3,112 8 $346
10/1/2017 - 11/1/2017 S2 2,617 7 $301
11/1/2017 - 12/1/2017 W1 1,969 5 $195
12/1/2017 - 1/1/2018 W1 1,833 5 $187
Totals: 31,607 - $3,445
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W1 -4,218 5 -$198
2/1/2017 - 3/1/2017 W1 -4,860 6 -$234
3/1/2017 - 4/1/2017 W1 -6,917 5 -$339
4/1/2017 - 5/1/2017 W1 -8,372 6 -$418
5/1/2017 - 6/1/2017 S1 -8,926 7 -$530
6/1/2017 - 7/1/2017 S1 -8,094 8 -$486
7/1/2017 - 8/1/2017 SP1 -7,019 8 -$484
8/1/2017 - 9/1/2017 SP1 -6,893 8 -$475
9/1/2017 - 10/1/2017 S2 -6,580 7 -$390
10/1/2017 - 11/1/2017 S2 -5,559 7 -$329
11/1/2017 - 12/1/2017 W1 -4,667 5 -$222
12/1/2017 - 1/1/2018 W1 -3,943 5 -$184
Totals: -76,048 - -$2,966
B12
B15
Low - Residential Battery
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 3.6 kW-DC
Power Rating (kW-AC): 3.0 kW-AC
Energy kWh Offset (%):
103.1728%
PV System Production
DC/AC Ratio: 1.2
Production Ratio: 1,725 kWh/kW-DC
Eric Johnson - 4/13/2018 B16
Low - Residential
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 3.6 kW-DC
Power Rating (kW-AC): 3.0 kW-AC
Energy kWh Offset (%): 103.1728
Solar PV Export (%): 24.6%
Total Annual Generation: 6,211 kWh
PV System Specifications
Solar Panels: (10) Hyundai HiS-S360RI
Inverters: (1) SMA Sunny Boy SB 3000TLUS-12 (240V AC)
Application Type: Low - Residential
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -191 kWh (0.00%)
Solar PV 6,211 kWh (100.00%)
B14
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B17
Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1019
Avoided Cost (Demand): -0.0174
Avoided Cost (Blended): 0.0845
Avoided Cost: 0.0845
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 375 $50
2/1/2017 - 3/1/2017 W 331 $46
3/1/2017 - 4/1/2017 W 334 $46
4/1/2017 - 5/1/2017 W 369 $50
5/1/2017 - 6/1/2017 S1 479 $75
6/1/2017 - 7/1/2017 S1 693 $100
7/1/2017 - 8/1/2017 SP1 842 $121
8/1/2017 - 9/1/2017 SP1 773 $115
9/1/2017 - 10/1/2017 S2 622 $90
10/1/2017 - 11/1/2017 S2 500 $76
11/1/2017 - 12/1/2017 W 325 $46
12/1/2017 - 1/1/2018 W 377 $50
Totals: 6,020 $863
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W 7 - $33
2/1/2017 - 3/1/2017 W -48 - $31
3/1/2017 - 4/1/2017 W -159 - $26
4/1/2017 - 5/1/2017 W -201 1 $28
5/1/2017 - 6/1/2017 S1 -114 1 $35
6/1/2017 - 7/1/2017 S1 134 1 $45
7/1/2017 - 8/1/2017 SP1 309 1 $55
8/1/2017 - 9/1/2017 SP1 241 1 $52
9/1/2017 - 10/1/2017 S2 121 1 $36
10/1/2017 - 11/1/2017 S2 48 1 $42
11/1/2017 - 12/1/2017 W -77 - $29
12/1/2017 - 1/1/2018 W 18 1 $37
Totals: 279 - $450
B18
Base - Residential Battery
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 7.9 kW-DC
Power Rating (kW-AC): 7.0 kW-AC
Energy kWh Offset (%):
105.3182%
PV System Production
DC/AC Ratio: 1.1314
Production Ratio: 1,718 kWh/kW-DC
Eric Johnson - 4/13/2018
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B19
Base - Residential
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 7.9 kW-DC
Power Rating (kW-AC): 7.0 kW-AC
Energy kWh Offset (%): 105.3182
Solar PV Export (%): 32.1%
Total Annual Generation: 13,605 kWh
PV System Specifications
Solar Panels: (22) Hyundai HiS-S360RI
Inverters: (1) SMA Sunny Boy SB 7000-US-12 (240V AC)
Application Type: Base - Residential (South)
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -687 kWh (0.00%)
Solar PV 13,605 kWh (100.00%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1028
Avoided Cost (Demand): -0.0195
Avoided Cost (Blended): 0.0833
Avoided Cost: 0.0833
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 723 $77
2/1/2017 - 3/1/2017 W 631 $70
3/1/2017 - 4/1/2017 W 666 $73
4/1/2017 - 5/1/2017 W 794 $84
5/1/2017 - 6/1/2017 S1 1,041 $141
6/1/2017 - 7/1/2017 S1 1,590 $203
7/1/2017 - 8/1/2017 SP1 1,926 $250
8/1/2017 - 9/1/2017 SP1 1,730 $234
9/1/2017 - 10/1/2017 S2 1,383 $178
10/1/2017 - 11/1/2017 S2 1,083 $145
11/1/2017 - 12/1/2017 W 635 $71
12/1/2017 - 1/1/2018 W 716 $77
Totals: 12,918 $1,604
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -107 1 $32
2/1/2017 - 3/1/2017 W -218 1 $28
3/1/2017 - 4/1/2017 W -432 1 $19
4/1/2017 - 5/1/2017 W -476 1 $17
5/1/2017 - 6/1/2017 S1 -282 2 $36
6/1/2017 - 7/1/2017 S1 325 3 $68
7/1/2017 - 8/1/2017 SP1 707 3 $92
8/1/2017 - 9/1/2017 SP1 523 3 $83
9/1/2017 - 10/1/2017 S2 250 3 $65
10/1/2017 - 11/1/2017 S2 67 2 $50
11/1/2017 - 12/1/2017 W -262 1 $26
12/1/2017 - 1/1/2018 W -96 1 $33
Totals: -1 - $549
B21
High - Residential Battery
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 13.3 kW-DC
Power Rating (kW-AC): 12.0 kW-AC
Energy kWh Offset (%):
107.7556%
PV System Production
DC/AC Ratio: 1.11
Production Ratio: 1,741 kWh/kW-DC
Eric Johnson - 4/13/2018 B22
High - Residential
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 13.3 kW-DC
Power Rating (kW-AC): 12.0 kW-AC
Energy kWh Offset (%): 107.7556
Solar PV Export (%): 16.3%
Total Annual Generation: 23,189 kWh
PV System Specifications
Solar Panels: (37) Hyundai HiS-S360RI
Inverters: (1) SMA STP 12000TL-10
Application Type: High - Residential Battery
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -1,669 kWh (0.00%)
Solar PV 23,189 kWh (100.00%)
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Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1022
Avoided Cost (Demand): -0.0246
Avoided Cost (Blended): 0.0776
Avoided Cost: 0.0776
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 979 $98
2/1/2017 - 3/1/2017 W 840 $86
3/1/2017 - 4/1/2017 W 1,166 $114
4/1/2017 - 5/1/2017 W 1,480 $141
5/1/2017 - 6/1/2017 S1 1,862 $238
6/1/2017 - 7/1/2017 S1 2,776 $336
7/1/2017 - 8/1/2017 SP1 3,362 $415
8/1/2017 - 9/1/2017 SP1 3,015 $389
9/1/2017 - 10/1/2017 S2 2,365 $290
10/1/2017 - 11/1/2017 S2 1,849 $235
11/1/2017 - 12/1/2017 W 847 $88
12/1/2017 - 1/1/2018 W 979 $98
Totals: 21,520 $2,527
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -397 - $17
2/1/2017 - 3/1/2017 W -578 - $10
3/1/2017 - 4/1/2017 W -640 - $7
4/1/2017 - 5/1/2017 W -610 - $8
5/1/2017 - 6/1/2017 S1 -298 1 $27
6/1/2017 - 7/1/2017 S1 716 2 $76
7/1/2017 - 8/1/2017 SP1 1,383 2 $115
8/1/2017 - 9/1/2017 SP1 1,059 2 $101
9/1/2017 - 10/1/2017 S2 515 1 $60
10/1/2017 - 11/1/2017 S2 208 1 $48
11/1/2017 - 12/1/2017 W -645 - $7
12/1/2017 - 1/1/2018 W -354 - $19
Totals: 359 - $496
B24
Single Family Attached Battery
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 25.4 kW-DC
Power Rating (kW-AC): 24.1 kW-AC
Energy kWh Offset (%):
101.0307%
PV System Production
DC/AC Ratio: 1.0549
Production Ratio: 1,800 kWh/kW-DC
Eric Johnson - 4/13/2018
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Single Family Attached
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 25.4 kW-DC
Power Rating (kW-AC): 24.1 kW-AC
Energy kWh Offset (%): 101.0307
Solar PV Export (%): 14.0%
Total Annual Generation: 45,676 kWh
PV System Specifications
Solar Panels: (54) SunPower SPR-X22-470_COM
Inverters: (1) SMA Sunny Tripower 24000TL-US
Application Type: Low Rise - Apartment
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -466 kWh (0.00%)
Solar PV 45,676 kWh (100.00%)
B26
Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.1021
Avoided Cost (Demand): -0.0381
Avoided Cost (Blended): 0.064
Avoided Cost: 0.064
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-21
Proposed Rate Schedule: E-27
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Charges Charges
Bill Ranges & Seasons Total Total
1/1/2017 - 2/1/2017 W 2,530 $219
2/1/2017 - 3/1/2017 W 2,207 $193
3/1/2017 - 4/1/2017 W 2,332 $204
4/1/2017 - 5/1/2017 W 2,779 $243
5/1/2017 - 6/1/2017 S1 3,642 $432
6/1/2017 - 7/1/2017 S1 5,562 $650
7/1/2017 - 8/1/2017 SP1 6,742 $814
8/1/2017 - 9/1/2017 SP1 6,056 $755
9/1/2017 - 10/1/2017 S2 4,840 $563
10/1/2017 - 11/1/2017 S2 3,791 $447
11/1/2017 - 12/1/2017 W 2,223 $195
12/1/2017 - 1/1/2018 W 2,506 $217
Totals: 45,210 $4,932
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W -80 3 $40
2/1/2017 - 3/1/2017 W -511 3 $23
3/1/2017 - 4/1/2017 W -1,200 4 $2
4/1/2017 - 5/1/2017 W -1,342 4 -$17
5/1/2017 - 6/1/2017 S1 -609 6 $71
6/1/2017 - 7/1/2017 S1 1,473 9 $200
7/1/2017 - 8/1/2017 SP1 2,819 9 $294
8/1/2017 - 9/1/2017 SP1 2,165 10 $282
9/1/2017 - 10/1/2017 S2 1,182 8 $101
10/1/2017 - 11/1/2017 S2 562 7 $136
11/1/2017 - 12/1/2017 W -635 3 $18
12/1/2017 - 1/1/2018 W -14 3 $43
Totals: 3,810 - $1,194
B27
Low Rise - Apartments (South) 
4424 E Baseline Rd , Phoenix, AZ 85042
PV System Size
Power Rating (kW-DC): 58.8 kW-DC
Power Rating (kW-AC): 50.0 kW-AC
Energy kWh Offset (%):
340.6049%
PV System Production
DC/AC Ratio: 1.175
Production Ratio: 1,832 kWh/kW-DC
Eric Johnson - 4/13/2018
Battery
B28
Low Rise - Apartments (South)
4424 E Baseline Rd Phoenix, AZ 85042
PV System Characteristics
Power Rating (kW-DC): 58.8 kW-DC
Power Rating (kW-AC): 50.0 kW-AC
Energy kWh Offset (%): 340.6049
Solar PV Export (%): 67.3%
Total Annual Generation: 107,655 kWh
PV System Specifications
Solar Panels: (125) SunPower SPR-X22-470_COM
Inverters: (1) SMA SOLID-Q 50
Application Type: Mid Rise - Apartments (South)
Monthly Energy Use Mix
Energy Use (kWh) Solar Generation (kWh)
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Annual Energy Use Mix
Utility -76,048 kWh (0.00%)
Solar PV 107,655 kWh (100.00%)
B29
Utility Rate Analysis
Avoided Cost Summary
Avoided Cost (Energy): 0.0594
Avoided Cost (Demand): 0.0001
Avoided Cost (Blended): 0.0595
Avoided Cost: 0.0595
Utility Summary
Utility Company: Salt River Project
Current Rate Schedule: E-36
Proposed Rate Schedule: E-36
Account Number:
Meter Number:
Utility Usage & Charges Before Utility Usage & Charges After
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W1 1,842 5 $188
2/1/2017 - 3/1/2017 W1 1,777 6 $192
3/1/2017 - 4/1/2017 W1 2,019 5 $197
4/1/2017 - 5/1/2017 W1 2,350 7 $237
5/1/2017 - 6/1/2017 S1 2,760 8 $325
6/1/2017 - 7/1/2017 S1 3,492 8 $368
7/1/2017 - 8/1/2017 SP1 4,040 8 $463
8/1/2017 - 9/1/2017 SP1 3,796 8 $446
9/1/2017 - 10/1/2017 S2 3,112 8 $346
10/1/2017 - 11/1/2017 S2 2,617 7 $301
11/1/2017 - 12/1/2017 W1 1,969 5 $195
12/1/2017 - 1/1/2018 W1 1,833 5 $187
Totals: 31,607 - $3,445
Time Periods Energy Use (kWh) Max Demand (kW) Charges
Bill Ranges & Seasons Total NC / Max Total
1/1/2017 - 2/1/2017 W1 -3,967 - -$150
2/1/2017 - 3/1/2017 W1 -4,628 - -$185
3/1/2017 - 4/1/2017 W1 -6,664 - -$291
4/1/2017 - 5/1/2017 W1 -8,135 - -$368
5/1/2017 - 6/1/2017 S1 -8,659 - -$453
6/1/2017 - 7/1/2017 S1 -7,773 - -$400
7/1/2017 - 8/1/2017 SP1 -6,607 - -$389
8/1/2017 - 9/1/2017 SP1 -6,480 - -$380
9/1/2017 - 10/1/2017 S2 -6,241 - -$308
10/1/2017 - 11/1/2017 S2 -5,224 - -$248
11/1/2017 - 12/1/2017 W1 -4,395 - -$173
12/1/2017 - 1/1/2018 W1 -3,664 - -$134
Totals: -72,437 - -$2,880
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Appendix C. Salt River Project Rate Schedules 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C2 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C3 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C4 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C5 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C6 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C7 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C8 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C9 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C10 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C11 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C12 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C13 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C14 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
C15 
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Appendix D - Building Characteristics for Hourly 
Load Data 
Adapted from EERE (2013). 
Table E-1: Residential Mixed Dry / Hot Dry Base Load Model Characteristics 
Building Fuel 
Space heating Natural gas 
Air conditioning Yes 
Water heating Natural gas 
Building Structure 
Total size (sq ft) 2000 
Urban / Rural Urban 
Metropolitan or Micropolitan Metro 
# of stories 1 
Major outside wall construction Stucco 
Major roofing material Ceramic / Clay tile 
Foundation Concrete slab 
Bedrooms 3 
Full bathrooms 2 
Half bathrooms None 
Basement No 
Finished Basement No basement 
Type of glass in windows Single-pane 
Building Design 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
D2 
All other options set to B10 Benchmark House (Hendron & Engelbrecht, 2010) 
Table E-2: Residential Mixed Dry / Hot Dry High Load Model Characteristics 
Building Fuel 
Space heating Natural gas 
Air conditioning Yes 
Water heating Natural gas 
Building Structure 
Total size (sq ft) 3000 
Urban / Rural Urban 
Metropolitan or Micropolitan Metro 
# of stories 2 
Major outside wall construction Stucco 
Major roofing material Ceramic / Clay tile 
Foundation Crawlspace 
Bedrooms 4 
Full bathrooms 2 
Half bathrooms 1 
Basement No 
Finished Basement Crawlspace 
Type of glass in windows Single-pane 
Building Design 
Heating set point (*F) 74 
Cooling set point (*F) 74 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
D3 
Water flow rate (showers / sinks) Benchmark 
Natural ventilation None 
Wall insulation type R7 
Unfinished Attic insulation type R19 
Finished basement wall insulation 8ft R5 Rigid 
Exposed floor (%) 80 
Infiltration Leaky 
Refrigerator Energy Star Side-by-Side 
Cooking Range Electric Conventional 
Dishwasher Standard 
Clothes Washer Standard 
Clothes Dryer Electric 
Lighting 20% Fluor, 80% Incand 
A/C Unit Type SEER 10 
Water Heater Gas standard 
Furnace Gas, AFUE 78% 
Table E-3: Residential Mixed Dry / Hot Dry Low Load Model Characteristics 
Building Fuel 
Space heating Natural gas 
Air conditioning Yes 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
D4 
Water heating Natural gas 
Building Structure 
Total size (sq ft) 1000 
Urban / Rural Urban 
Metropolitan or Micropolitan Metro 
# of stories 1 
Major outside wall construction Stucco 
Major roofing material Ceramic / Clay tile 
Foundation Slab 
Bedrooms 2 
Full bathrooms 1 
Half bathrooms 0 
Basement No 
Finished Basement No 
Type of glass in windows Double-pane 
Building Design 
Heating set point (*F) 66 
Cooling set point (*F) 78 
Water flow rate (showers / sinks) Low flow 
Natural ventilation B10 Benchmark (Hendron & Engelbrecht, 
2010) 
Wall insulation type R21 Foam 
Unfinished Attic insulation type R38 
Finished basement wall insulation N/A 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
D5 
Exposed floor (%) 20 
Infiltration Tight 
Refrigerator Energy Star Top-Mount 
Cooking Range Gas conventional 
Dishwasher Energy Star 
Clothes Washer Energy Star 
Clothes Dryer None (clothes line) 
Lighting 100% Fluor 
A/C Unit Type SEER 16 
Water Heater Gas premium 
Furnace Gas, AFUE 92.5% 
Table E-4: Mid-rise Apartment Building 
Adapted from Deru et al. (2011). 
Floor Area 33,740 sqft 
Aspect Ratio 2.7 
# of Floors 4 
Floor-to-floor Height 10 
Floor-to-Ceiling Height 10 
Glazing Fraction 0.15 
Frame Steel 
Parking Lot Area 28,578 sqft 
Parking Lot Lighting Level 5,144 W 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
D6 
Heating Furnace 
Cooling Packaged Air-Conditioning Unit (Split 
System) 
Air Distribution Single-Zone Constant Air Volume 
E1  
Appendix E - Energy Profiles 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E2 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E3 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E4 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E5 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E6 
Energy Profile Low Residential with Battery System 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E7 
Energy Profile Base Residential with Battery System 
Energy Profile High Residential with Battery System 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E8 
Energy Profile Single Family Attached with Battery System 
Energy Profile Low Rise Apartments with Battery System 
CEE 507 / PUP 553 / SOS 547: Urban Infrastructure Anatomy 
E9 
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